
   

 

Wiring diagram Remote control unit RCU 
 
 
 
 

Actuator 2S.7 Remote control unit 2SX7100-2
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1)  termination resistor switched on (DIP-switch is set to "ON")

2)  power supply 24V DC from the actuator

3)  alternative power supply: externally with 24V DC

4)  alternative power supply: externally with 1~ 90-250V AC  
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